
Station Order 17-048: Main Electrical Shut Off Procedures
The instructions below and attached diagrams must be followed to successfully and safely turn off the main
electrical switch and breakers.

 

In the northeast corner of the basement is Room “B-06 Electrical”, which you will locate by going through the
Assemble Room (see attached diagrams). As you enter the first room, you will see a large electrical box
facing you on the north wall.it consists of three panels.

 

To turn off all the outside electricity into the facility:

                       

Turn off all of the small breakers #1 through #6 that are located on the right hand panel.
You will find a large breaker switch at the bottom of the middle panel. It is marked “service disconnect”,
turn it off. The facility generator will now come on automatically and provide emergency power.

 

ATTENTION: DO NOT TURN ANY OF THE SWITCHES YOU PREVIOUSLY TURNED OFF, BACK ON!
YOU MUST CALL MECHANICAL DEPARTMENT TO HAVE THE SYSTEM TURNED BACK ON.
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